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KEYNOTES

EXISTING LIGHTNING PROTECTION TO BE
MODIFIED AND EXTENDED TO NEW ADDITION.
REFER TO SPECIFICATION AND DETAILS ON
SHEETS E502 AND E503 FOR REQUIREMENTS.

EXISTING CONDUIT AND CONDUCTORS SHALL
BE EXTENDED FROM INTERSTITIAL FLOOR TO
FEED RELOCATED MECHANICAL EQUIPMENT.
PROVIDE NEW CONDUCTORS AND CONDUIT
SIZED TO MATCH EXISTING SIZE AND
QUANTITY.

CONNECT TO EXHAUST FAN MANUAL STARTER
LOCATED IN MECHANICAL INTERSTITIAL SPACE
BELOW. REFER TO SHEET EP103 FOR
CONTINUATION.

REFER TO RECEPTACLE ROOF MOUNTING
DETAIL 3/E502.

EXHAUST FAN 1-EF-51 SHALL NOT BE
INSTALLED AS PART OF DEDUCT ALTERNATE #
5. REMOVE ASSOCIATED MANUAL STARTER.

1.
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3.

4.

5.
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ROOF PLAN - ELECTRICAL - POWER - DEDUCT ALTERNATE 4&5
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GENERAL SHEET NOTES

REFER TO E000 FOR GENERAL ELECTRICAL
NOTES, ELECTRICAL INSTALLATION NOTES, FOR
ELECTRICAL MATERIAL LIST AND ELECTRICAL
ABBREVIATIONS.

REFER TO E601 AND E602 FOR ELECTRICAL
SCHEDULES.

REFER TO E501, E502, AND E503 FOR
ELECTRICAL DETAILS.

REFER TO E603 FOR ELECTRICAL ONE-LINE
DIAGRAM.

1.

2.

3.

4.
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LUMINAIRE SCHEDULE CONTINUED

F17

STATIC GRID TROFFER, LOW PROFILE HOUSING

MADE OF DIE-FORMED COLD-ROLLED STEEL,

FULL LENGTH MECHANICAL LIGHT TRAPS AND

POSITIVE END LIGHT SEALS, ACRYLIC LENS,

BAKED WHITE ENAMEL FINISH, FULLY GASKETED,

UL LISTED FOR WET LOCATIONS.

2'x4'

3.8"D

RE FL 3 28WATT

F28T5

277V

EB

ML

A BASIS OF DESIGN: LITHONIA SP5

F18

DIRECT LINEAR, RECESSED, FLANGELESS. TWO

LAMPS PER 4' SECTION

8"W

6"D

49.6" L

RE FL 2 28WATT

F28T5

277V

EB

BASIS OF DESIGN: FOCAL POINT

SEEM 4

F19

LED LUMINAIRE, 8'-9"L. REFER TO

ARCHITECTURAL INTERIOR SECTION

BORROWLITE DETAIL FOR MOUNTING DETAIL.

3"x3"

CV LED

11.1

WATTS/FOOT

277V BASIS OF DESIGN: IO LIGHTING

RAYE 3KVHO-C33-1

F20

COMPACT FLUORESCENT REGRESSED LENS

DOWNLIGHT, HORIZONTAL LAMP, WET LOCATION,

COLD START BALLAST, I.C. RATED

8"DIA

8.5"H

RE CF 1

32W

CFTR32W/

GX24q-3

120V

277V

EB

GP

EX1

SINGLE-FACED EDGE-LIT EXIT SIGN, MIRROR

FINISH, INJECTION-MOLDED VIRGIN ACRYLIC

PANEL, EXTRUDED ALUMINUM HOUSING WITH

BRUSHED ALUMINUM FINISH, GREEN 6" HIGH

LETTER ON CLEAR BACKGROUND, UL LISTED.

13.3"W

8"H

2"D

CL LED 1 5WATT

LED

277V N BASIS OF DESIGN: LITHONIA EDG

EX2

DOUBLE-FACED EDGE-LIT EXIT SIGN, MIRROR

FINISH, INJECTION-MOLDED VIRGIN ACRYLIC

PANEL, EXTRUDED ALUMINUM HOUSING WITH

BRUSHED ALUMINUM FINISH, GREEN 6" HIGH

LETTER ON CLEAR BACKGROUND, UL LISTED.

13.3"W

8"H

2"D

CL LED 1 5WATT

LED

277V N BASIS OF DESIGN: LITHONIA EDG

VARIABLE FREQUENCY DRIVE SCHEDULE

STARTER TYPE: REMARKS:

PWM - PULSE WIDTH MODULATED SA -

STANDARD ACCESSORIES

TA -

TWO CONVERTIBLE AUXILIARY CONTACTS

6SV -

6 STEP VOLTAGE SOURCE (INCLUDES * ITEMS)

ISO -

ISOLATION TRANSFORMER

*MA -

MANUAL SPEED ADJUSTMENT
SHZ -

SKIP FREQUENCY CAPABILITY

*ET - ELECTRONIC THERMAL OVERLOADS RSS -
REMOTE START-STOP

LINE DISCONNECT

*CT -

CONTROL TRANSFORMER, FUSED,

120V

RDR -

REMOTE DRIVE RUN

DS -

DISCONNECT SWITCH

RFT -

REMOTE FAULT TRIP

CB -

CIRCUIT BREAKER

*HA -

HAND-OFF-AUTO DOOR SWITCH

CONTROL:

TO - MELTING THERMAL OVERLOADS PN -

3-15 PSI PRESSURE TRANSDUCER

LR - INTEGRAL LINE REACTOR 420 - 4-20mA FOLLOWER INPUT

VOLTAGE DRIVE

REMARKSITEM

LINE

DISC.

DRIVE

BYPASS

CONTROL INPUT OUTPUT PH.

H.P.

RATING

TYPE

NEMA

ENCLOSURE

VFD-1

DS YES 420 480 480 3 40 PWM 1

'SA', 'LR', 'RSS', 'RDR'

VFD-2

DS YES 420 480 480 3 10 PWM 1

'SA', 'LR', 'RSS', 'RDR'

VFD-3

DS YES 420 480 480 3 2 PWM 1

'SA', 'LR', 'RSS', 'RDR'

LUMINAIRE SCHEDULE

MOUNTING: (MTG)

LAMP TYPE:

LENS/LOUVER: (L/L)

RE - RECESSED FL - FLUORESCENT A -

.125" ACRYLIC

SP - SUSPENDED CF - COMPACT FLUORESCENT B - BLACK BAFFLE

CL - CEILING SURFACE HL - HALOGEN C - CLEAR ALZAK

WL - WALL IN - INCANDESCENT D - PARABOLIC

UC - UNDER CABINET LED - LIGHT EMITTING DIODE F - FRESNEL

CV - COVE HS - HIGH PRESSURE SODIUM G - TEMPERED GLASS

PL - POLE MH - METAL HALIDE H - WALL WASHER

O -

OTHER (SEE DESCRIPTION)

SMH - SUPER METAL HALIDE P - POLYCARBONATE

PSMH - PULSE START METAL HALIDE K -

KSH12 .125" ACRYLIC

DOOR: CMH - CERAMIC METAL HALIDE K19 -

KSH19 .156" ACRYLIC

FA - FLAT ALUMINUM O -

OTHER (SEE DESCRIPTION)

L - LOW IRIDESCENT SPECULAR ALUM.

FS - FLAT STEEL XL - EXTENDED LIFE N - NONE

RA - REGRESSED ALUMINUM XLP - EXTENDED LIFE & OUTPUT R - HIGH IMPACT DR ACRYLIC

RS - REGRESSED STEEL O -

OTHER (SEE DESCRIPTION)

BALLAST: (BLS)

##BF - BALLAST FACTOR

FINISH: DIM - DIMMING BALLAST HL -

HIGH / LOW LEVEL BALLAST

PAF - PAINTED AFTER FABRICATION EB - ELECTRONIC BALLAST HP - HIGH PERFORMANCE-LOW BALL. FACTOR

CSA - FINISH SELECTION BY ARCHITECT EM -

EMERGENCY BATTERY/BALLAST

ML - MULTI-LEVEL SWITCHING

DALI - DIGITAL DIMMING BALLAST MV - MULTI-VOLTAGE ELECTRONIC

THE COMPLETE DESCRIPTION  AND THE SPECIFICATION SHALL BE COORDINATED TO DETERMINE THE EXACT MATERIAL AND ACCESSORIES TO BE ORDERED.

REFER TO SPECIFICATION SECTIONS LIGHTING 26 51 00 AND EMERGENCY LIGHTING 26 52 00 FOR ADDITIONAL INFORMATION AND REQUIREMENTS.

ALL LAMPS FOR THIS PROJECT SHALL BE FURNISHED AND INSTALLED BY THE ELECTRICAL CONTRACTOR UNLESS OTHERWISE NOTED.

FLUORESCENT LAMP CORRELATED COLOR TEMPERATURE 3500°, COLOR RENDERING INDEX (CRI) AT OR ABOVE 85, UNLESS NOTED OTHERWISE.

LAMPS

VOLTS /

BLS L/L

NOTES

ITEM DESCRIPTION SIZE MTG
TYPE QUANTITY & SIZE

F1

RECESSED INDIRECT, BASKET LUMINAIRE,

SEALED EXTRUDED ACRYLIC DIFFUSER,

ONE-PIECE COLD-ROLLED STEEL REFLECTORS

WITH MATTE SATIN WHITE POWDER COAT,

POLYESTER POWDER PAINT AFTER

FABRICATION, SINGLE CIRCUIT BALLAST, UL

LISTED.

2'x4'

5.25"H

RE FL 2 28WATT

F28T5

277V

EB

O BASIS OF DESIGN: FOCAL POINT

APOLLO 2

F1M

RECESSED INDIRECT, BASKET LUMINAIRE,

SEALED EXTRUDED ACRYLIC DIFFUSER,

ONE-PIECE COLD-ROLLED STEEL REFLECTORS

WITH MATTE SATIN WHITE POWDER COAT,

POLYESTER POWDER PAINT AFTER

FABRICATION, DUAL CIRCUIT BALLAST, UL

LISTED.

2'x4'

5.25"H

RE FL 2 28WATT

F28T5

277V

EB

ML

O BASIS OF DESIGN: FOCAL POINT

APOLLO 2

F2

RECESSED INDIRECT, BASKET LUMINAIRE,

SEALED EXTRUDED ACRYLIC DIFFUSER,

ONE-PIECE COLD-ROLLED STEEL REFLECTORS

WITH MATTE SATIN WHITE POWDER COAT,

POLYESTER POWDER PAINT AFTER

FABRICATION, UL LISTED.

2'x2'

5.25"H

RE FL 2 24WATT

FP24T5HO

277V

EB

O BASIS OF DESIGN: FOCAL POINT

APOLLO 2

F2M

RECESSED INDIRECT, BASKET LUMINAIRE,

SEALED EXTRUDED ACRYLIC DIFFUSER,

ONE-PIECE COLD-ROLLED STEEL REFLECTORS

WITH MATTE SATIN WHITE POWDER COAT,

POLYESTER POWDER PAINT AFTER

FABRICATION, DUAL CIRCUIT BALLAST, UL

LISTED.

2'x2'

5.25"H

RE FL 2 24WATT

FP24T5HO

277V

EB

ML

O BASIS OF DESIGN: FOCAL POINT

APOLLO 2

F3

FAMILY AREA SCONCE, DIMMABLE 13"H

8"W

4"D

WL FL 1

32WATT

CFTR32W/

GX24Q-3

277V

EB

DIM

BASIS OF DESIGN: KENALL

MAS813-PAN-OL-CC

F4

MULTI-FUNCTION PATIENT LIGHT,

3-COMPARTMENT RECESSED INDIRECT/DIRECT

WITH READING LIGHT, AMBIENT LIGHT

PERFORATED METAL LAMP SHIELD AND EXAM

LIGHT WITH RIBBED LENS, LOW VOLTAGE LIGHT

CONTROLLER

2'X4'

6"D

RE FL 7

55WATT

FT55/2G11

277V

EB, ML

N BASIS OF DESIGN: HILL-ROM

P005191

F5

COMPACT FLUORESCENT REGRESSED CLEAR

TEMPERED GLASS LENS  DOWNLIGHT, LOW

GLOSS REFLECTOR, HORIZONTAL LAMP, WET

LOCATION

6"DIA

7.25"H

RE CF 1

32W

CFTR32W/

GX24q-3

277V

EB

G BASIS OF DESIGN: KENALL MRDL6

F6

TWIN SLIM SURFACE MOUNTED RECTANGULAR

MIRROR, VERTICAL INTEGRAL FLUORESCENT

LAMPS SET BEHIND FROSTED PANELS ON EACH

SIDE, SLOPED MOUNTING BOX FROM 2" AT

BOTTOM TO 4" AT TOP, ADA COMPLIANT. REFER

TO ARCHITECTURAL ELEVATIONS FOR TYPICAL

MOUNTING HEIGHT.

19.8"W

36"H

2"D

WL/

RE

FL 2 24WATT

F24T5HO

277V

EB

G BASIS OF DESIGN: AAMSCO 6002

ADA

F7

NIGHT LIGHT, THRU WALL, RECESSED WALL

MOUNT @ 18" AFF, STEEL COVER PLATE WITH

CLEAR POLYCARBONATE SPREAD LENS, UL

LISTED. COLOR SELECTION BY ARCHITECT.

5.75"H

9.25"W

WL LED 1 4100K WHITE

LOW LUMEN

LED

120V O BASIS OF DESIGN: KENALL MSL

F8

OPAL CRYSTALLINE GLASS WITH CLEAR DRAW. 6'

OF FIELD-CUTTABLE CORD.

FLUORESCENT INCLUDES (1) 18 WATT GX24Q-2

BASE TRIPLE TUBE COMPACT

FLUORESCENT LAMP AND ELECTRONIC BALLAST;

REFER TO ARCHITECTURAL ELEVATIONS FOR

MOUNTING HEIGHT.

SP CF 1 18WATT

GX24Q-2

277V

EB

O BASIS OF DESIGN: LBL LIGHTING

HS-397-OP-SC

F9

STATIC GRID TROFFER, LOW PROFILE HOUSING

MADE OF DIE-FORMED COLD-ROLLED STEEL,

FULL LENGTH MECHANICAL LIGHT TRAPS AND

POSITIVE END LIGHT SEALS, ACRYLIC LENS,

BAKED WHITE ENAMEL FINISH, FULLY GASKETED,

UL LISTED FOR WET LOCATIONS.

2'x4'

3.8"D

RE FL 2 28WATT

F28T5

277V

EB

A BASIS OF DESIGN: LITHONIA SP5

F9F

STATIC FLANGE MOUNT TROFFER, LOW PROFILE

HOUSING MADE OF DIE-FORMED COLD-ROLLED

STEEL, FULL LENGTH MECHANICAL LIGHT TRAPS

AND POSITIVE END LIGHT SEALS, ACRYLIC LENS,

BAKED WHITE ENAMEL FINISH, FULLY GASKETED,

UL LISTED FOR WET LOCATIONS.

2'x4'

3.8"D

RE FL 2 28WATT

F28T5

277V

EB

A BASIS OF DESIGN: LITHONIA SP5

F10

4' (2) - LAMP STAGGERED STRIP 4.5"W

3"D

4'L

CV FL 2

28WATT

FP28/T5

277V

EB

ML

N BASIS OF DESIGN: LITHONIA SS

F10A

3' (2) - LAMP STAGGERED STRIP 4.5"W

3"D

3'L

CV FL 2

21WATT

FP21/T5

277V

EB

ML

N BASIS OF DESIGN: LITHONIA SS

F10B

2' (2) - LAMP STAGGERED STRIP 4.5"W

3"D

2'L

CV FL 2

14WATT

FP14/T5

277V

EB

ML

N BASIS OF DESIGN: LITHONIA SS

F11

4' INDUSTRIAL, 10% UPLIGHT, BAKED WHITE

ENAMEL FINISH, UL LISTED, SUSPENDED +96"

A.F.F., PROVIDE WITH WIRE GUARD.

13.3"W

4'L

2.9"H

SP FL 2

28WATT

FP28/T5

120V

277V

MV, EB

N

F12

COMPACT FLUORESCENT OPEN DOWNLIGHT,

HORIZONTAL TRIPLE LAMP, SELF TRIM

REFLECTOR

BALLAST SUITABLE FOR 26 OR 32 WATT TRIPLE

TUBE LAMP

6"DIA

6.5"H

RE CF 1

32W

CFTR32W/

GX24q-3

277V

EB

CL BASIS OF DESIGN: GOTHAM AF

F13

SEMI RECESSED DECORATIVE COMPACT

FLUORESCENT OPEN DOWNLIGHT, DIMMABLE,

VERTICAL LAMP, OPAL GLASS, DIMMING 5-100%,

5"DIA

10"H

RE CF 1

42WATT

CFTR42W/

GX24Q-4

277V

EB

DIM

O BASIS OF DESIGN: DELRAY 4730.0.2

F14

RECESSED INDIRECT, BASKET LUMINAIRE,

SEALED EXTRUDED ACRYLIC DIFFUSER,

ONE-PIECE COLD-ROLLED STEEL REFLECTORS

WITH MATTE SATIN WHITE POWDER COAT,

POLYESTER POWDER PAINT AFTER

FABRICATION, DUAL CIRCUIT BALLAST, UL

LISTED.

2'x4'

5.25"H

RE FL 3 28WATT

F28T5

277V

EB

ML

O BASIS OF DESIGN: FOCAL POINT

APOLLO 2

F15

COMPACT FLUORESCENT REGRESSED CLEAR

TEMERED GLASS LENS DOWNLIGHT,

HORIZONTAL LAMP, WET LOCATION

8"DIA

7.25"H

RE CF 2

32W

CFTR32W/

GX24q-3

277V

EB

G BASIS OF DESIGN: KENALL MRDL8

F15D

COMPACT FLUORESCENT REGRESSED CLEAR

TEMERED GLASS LENS  DIMMABLE DOWNLIGHT,

HORIZONTAL LAMP, WET LOCATION

8"DIA

7.25"H

RE CF 2

32W

CFTR32W/

GX24q-3

277V

EB

DIM

G BASIS OF DESIGN: KENALL MRDL8

F16

COMPACT FLUORESCENT OPEN DOWNLIGHT,

HORIZONTAL TRIPLE LAMP, SELF TRIM

REFLECTOR

8"DIA

8.75"H

RE CF 2

32W

CFTR32W/

GX24q-3

277V

EB

CL BASIS OF DESIGN: GOTHAM AF

DISCONNECT AND STARTER SCHEDULE

REMARKS:

STARTER TYPE:

SA -

STANDARD ACCESSORIES (INCLUDES * ITEMS)

FV - FULL VOLTAGE *CT -

CONTROL TRANSFORMER,

FUSED 120V

PF -

PHASE FAILURE RELAY

(5 HP OR GREATER)
YD - WYE - DELTA

RE - REVERSING *EO - ELECTRONIC OVERLOAD TO - MELTING THERMAL OVERLOADS

TW -

2 SPEED, 2 WINDING

*HA - HAND-OFF-AUTO IN DOOR TS - 2 SPEED SELECTOR SWITCH  IN DOOR

SW -

2 SPEED, 1 WINDING

*RP -

RED (RUN) PILOT LIGHT IN

DOOR

GP -

GREEN (OFF) PILOT LIGHT IN DOOR

RV - REDUCED VOLTAGE AUTOXFMR FA - 4-CONVERTIBLE AUXILIARY  CONTACTS

SS - SOLID STATE *TA - TWO CONVERTIBLE

AUXILIARY  CONTACTS

EI  -

ELECTRICAL INTERLOCK (2)-N.O.& (2)-N.C

MS - MANUAL STARTER SS - START-STOP PUSHBUTTON IN DOOR

MX - MANUAL SWITCH

S/N -

INSULATED NEUTRAL

ASSEMBLY

HL - HANDLE PADLOCK HASP

FS - FUSED SWITCH CT

120V CONTROL TRANSFORMER W/ PRIMARY AND

SECONDARY FUSE BLOCK
FS FIRE ALARM SHUNT TRIP RELAY INTERFACE RELAY

FV FIRE ALARM SHUNT TRIP VOLTAGE MONITOR

RELAY

NOTE: ALL DISCONNECTS (EXCEPT MANUAL STARTERS) SHALL BE HEAVY DUTY TYPE.

DISCONNECT TYPE & RATING STARTER

REMARKS

HEAVY DUTY SWITCH

ITEM FUSED

NON-

FUSED

CIRCUIT

BREAKER VOLTAGE POLES

NEMA

SIZE TYPE

NEMA

ENCLOSURE

MS-1

480 3 MX 1

SURFACE

MOUNT

RP

MX-1

120 1 MX 1

SURFACE

MOUNT

RP

CS-1

30A 600 3 1 FV 1

FUSED @ 6A, SA

CS-2

30A 600 3 1 FV 1

FUSED @ 3A, SA

TRANSFORMER SCHEDULE

TYPE: REMARKS:

TP1 - NEMA TP 1 DRY TYPE AUT - AUTOTRANSFORMER AL - ALUMINUM WINDINGS

K4 - K4 RATED TP 1 DRY TYPE BB - BUCK-BOOST CP - COPPER WINDINGS

K13 - K13 RATED TP 1 DRY TYPE LIQ - LIQUID FILLED RS - EPOXY RESIN ENCAPSULATED

HM - HARMONIC MITIGATING TP 1 FL - FILTERED

NV - NON-VENTILATED

NL - 200% RATED NEUTRAL

EL - ELECTROSTATIC SHEILD

ENCLOSURE: NEMA 1 UNLESS SPECIFIED OTHERWISE

MAX.

TEMP.

RISE C. REMARKS

KVA

RATING

PRIMARY SECONDARY TAPS

ITEM TYPE VOLTS PH VOLTS PH % REG

#(+) #(-)

TICU-120VN

75 TP1 150 480 3

208Y/

120

3 2.5 2 4 CP

TICU-120VC

45 TP1 150 480 3

208Y/

120

3 2.5 2 4 CP

TICU-120VQ

15 TP1 150 480 3

208Y/

120

3 2.5 2 4 CP

B

A

E

5 6

8

7

F

D

C

94

3
21

5 6 8
7

94
321

B

A

E

F

D

C
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PANEL NAME: LPICUS-120VN

CONNECTED 84.3 KVA

TYPE: BOLT-ON MAIN:

250A/3P CB

MOUNTING: SURFACE SOLID NEUTRAL VOLTS:

208Y / 120

FED FROM: LPICU-277VN VIA TICU-120VN GROUND BUS PHASE: 3

K SCCR:

10,000

WIRE: 4 K

E NOTES: E

Y CKT WIRE LOAD BREAKER BREAKER LOAD WIRE CKT Y

* NO. LOAD DESCRIPTION SIZE KVA AMP P AMP P KVA SIZE LOAD DESCRIPTION NO. *

1 2

PAT RM 344 HEADWALL RECEPTS

10 0.4 20 1 20 1 0.4 12 2

PAT RM 327 HEADWALL RECEPTS

2

3 2

PAT RM 344 HEADWALL RECEPTS

10 0.4 20 1 20 1 0.4 12 2

PAT RM # HEADWALL RECEPTS

4

5 3

PAT RM 344 RECEPTS

10 0.6 20 1 20 1 0.6 12 3

PAT RM # RECEPTS

6

7 1

PAT RM 344 TV

10 0.2 20 1 20 1 0.2 12 1

PAT RM # TV

8

9 1

PAT RM 344/342 NURSE RECEPT

10 0.2 20 1 20 1 0.2 12 1

PAT RM 327/325 NURSE RECEPT

10

11 2

PAT RM 342 HEADWALL RECEPTS

10 0.4 20 1 20 1 0.4 12 2

PAT RM 325 HEADWALL RECEPTS

12

13 2

PAT RM # HEADWALL RECEPTS

10 0.4 20 1 20 1 0.4 12 2

PAT RM # HEADWALL RECEPTS

14

15 3

PAT RM # RECEPTS

10 0.6 20 1 20 1 0.6 12 3

PAT RM # RECEPTS

16

17 1

PAT RM # TV

10 0.2 20 1 20 1 0.2 12 1

PAT RM # TV

18

19

RECEPT (FLOOR COPIER)

10 1.0 20 1 20 1 0.2 12 1

ANTE RM RECEPT

20

21 2

PAT RM 340 HEADWALL RECEPTS

10 0.4 20 1 20 1 0.4 12 2

PAT RM 313 HEADWALL RECEPTS

22

23 2

PAT RM # HEADWALL RECEPTS

10 0.4 20 1 20 1 0.4 12 2

PAT RM # HEADWALL RECEPTS

24

25 3

PAT RM # RECEPTS

10 0.6 20 1 20 1 0.6 12 3

PAT RM # RECEPTS

26

27 1

PAT RM # TV

10 0.2 20 1 20 1 0.2 12 1

PAT RM # TV

28

29 1

PAT RM 340/338 NURSE RECEPT

10 0.2 20 1 20 1 0.2 12 1

PAT RM 313/311 NURSE RECEPT

30

31 2

PAT RM 338 HEADWALL RECEPTS

10 0.4 20 1 20 1 0.4 12 2

PAT RM 311 HEADWALL RECEPTS

32

33 2

PAT RM # HEADWALL RECEPTS

10 0.4 20 1 20 1 0.4 12 2

PAT RM # HEADWALL RECEPTS

34

35 3

PAT RM # RECEPTS

10 0.6 20 1 20 1 0.6 12 3

PAT RM # RECEPTS

36

37 1

PAT RM # TV

10 0.2 20 1 20 1 0.2 12 1

PAT RM # TV

38

39 3

RECEPT

12 0.6 20 1 20 1 0.4 12 2

RECEPT

40

41 2

PAT RM 336 HEADWALL RECEPTS

10 0.4 20 1 20 1 0.4 12 2

PAT RM 309 HEADWALL RECEPTS

42

43 2

PAT RM # HEADWALL RECEPTS

10 0.4 20 1 20 1 0.4 12 2

PAT RM # HEADWALL RECEPTS

44

45 3

PAT RM # RECEPTS

10 0.6 20 1 20 1 0.6 12 3

PAT RM # RECEPTS

46

47 1

PAT RM # TV

10 0.2 20 1 20 1 0.2 12 1

PAT RM # TV

48

49 1

PAT RM 336/334 NURSE RECEPT

10 0.2 20 1 20 1 0.2 12 1

PAT RM 309/307 NURSE RECEPT

50

51 2

PAT RM 334 HEADWALL RECEPTS

10 0.4 20 1 20 1 0.4 12 2

PAT RM 307 HEADWALL RECEPTS

52

53 2

PAT RM # HEADWALL RECEPTS

10 0.4 20 1 20 1 0.4 12 2

PAT RM # HEADWALL RECEPTS

54

55 3

PAT RM # RECEPTS

10 0.6 20 1 20 1 0.6 12 3

PAT RM # RECEPTS

56

57 1

PAT RM # TV

10 0.2 20 1 20 1 0.2 12 1

PAT RM # TV

58

59

SPARE

20 1 20 1 0.8 12 4

NURSE STATION 359

60

61 2

PAT RM 332 HEADWALL RECEPTS

10 0.4 20 1 20 1 0.8 12 4

NURSE STATION 359

62

63 2

PAT RM # HEADWALL RECEPTS

10 0.4 20 1 20 1 0.8 12 4

NURSE STATION 359

64

65 3

PAT RM # RECEPTS

10 0.6 20 1 20 1 0.6 12 3

NURSE STATION 359

66

67 1

PAT RM # TV

10 0.2 20 1 20 1 0.8 12 2

RECEPTS, 4 SENSORS

68

69 1

PAT RM 332/330 NURSE RECEPT

10 0.2 20 1 20 1 1.0 10 5

RECEPTS

70

71 2

PAT RM 330 HEADWALL RECEPTS

10 0.4 20 1 20 1 0.6 12 3

RECEPTS

72

73 2

PAT RM # HEADWALL RECEPTS

10 0.4 20 1 20 1 0.4 12 2

RECEPTS

74

75 3

PAT RM # RECEPTS

10 0.6 20 1 20 1 1.0 12 5

RECEPTS (PROJECTOR, SMARTBOARD)

76

77 1

PAT RM # TV

10 0.2 20 1 20 1 0.4 12 2

RECEPTS (1-MONITOR)

78

79 1

NOURISH 360 ICE/WATER DISPENSER

12 1.0 20 1 20 1 0.4 12 2

RECEPT

80

81 1

NOURISH 360

12 0.2 20 1 20 1 1.0 12 1

RECEPT (1-REFRIGERATOR)

82

83 1

NOURISH 360

12 0.2 20 1 20 1 1.0 12 1

RECEPT (1-REFRIGERATOR)

84

85 1

NOURISH 360 BLANKET WARMER

12 1.2 20 1 20 1 0.8 12 4

RECEPT

86

87 3

NURSE STATION 364

12 0.6 20 1 20 1 1.5 12 1

RECEPT (1-MICROWAVE)

88

89 2

NURSE STATION 364

12 0.4 20 1 20 1 1.5 12 1

RECEPT (1-COFFEE MAKER)

90

91 4

SWAMP 363

12 0.8 20 1 20 1 1.5 12 1

RECEPT (1-ICE/WATER DISPENSER)

92

93 5

NURSE STATION 364

12 1.0 20 1 20 1 0.8 12 4

RECEPT

94

95

SPARE

20 1 20 1 0.2 12 1

RECEPT

96

97

SPARE

20 1 20 1

SPARE

98

99

SPARE

20 1 20 1

SPARE

100

101

SPARE

20 1 20 1

SPARE

102

103

SPARE

20 1 20 1

SPARE

104

105

SPACE

20 1

SPARE

106

107

SPACE

20 1

SPARE

108

109

SPACE SPACE

110

111

SPACE SPACE

112

113

SPACE SPACE

114

115

SPACE SPACE

116

117

SPACE SPACE

118

119

SPACE SPACE

120

121

SPACE

125 3 37.0

PANEL LPICUN-120VN

122 *O

123

SPACE

-- -- -- -- ------ 124

125

SPACE

-- -- -- -- ------ 126

KEY: *O=REFER TO ONE-LINE DIAGRAM FOR CONDUCTOR AND CONDUIT QUANTITY AND SIZE

NOTE: PROVIDE EXTRA SIDE GUTTER SPACE AS NEEDED FOR INSTALLATION OF BRANCH CIRCUIT CONDUCTORS

PANEL NAME: EXISTING LPB-DD8.9-277VE

NEW CONNECTED 3.4 KVA

TYPE: BOLT-ON GENERAL ELECTRIC TYPE AQ MAIN: 100A LUGS

MOUNTING: SURFACE SOLID NEUTRAL VOLTS:

480Y / 277

FED FROM: DP-LIFE SAFETY GROUND BUS PHASE: 3

K SCCR:

14,000

WIRE: 4 K

E NOTES: E

Y CKT WIRE LOAD BREAKER BREAKER LOAD WIRE CKT Y

* NO. LOAD DESCRIPTION SIZE KVA AMP P AMP P KVA SIZE LOAD DESCRIPTION NO. *

1

EXISTING CIRCUIT

20 1 20 1

EXISTING CIRCUIT

2

3

EXISTING CIRCUIT

20 1 20 1

EXISTING CIRCUIT

4

5

EXISTING CIRCUIT

20 1 20 1

EXISTING CIRCUIT

6

7

EXISTING CIRCUIT

20 1 20 1

EXISTING CIRCUIT

8

9

EXISTING CIRCUIT

50 3 50 3

EXISTING CIRCUIT

10

11 ------ -- -- -- -- -- -- -- -- ------ 12

13 ------ -- -- -- -- -- -- -- -- ------ 14

15

EXISTING CIRCUIT

20 1

EXISTING SPACE

16

17

EXISTING CIRCUIT

20 1

EXISTING SPACE

18

*NB 19

14F11

10 1.0 20 1

EXISTING SPACE

20

*NB 21

4F1, 8F2, 19F2M, 6F6

10 2.1 20 1

EXISTING SPACE

22

*NB 23

6F20

10 0.3 20 1

EXISTING SPACE

24

25

EXISTING SPACE EXISTING SPACE

26

27

EXISTING SPACE EXISTING SPACE

28

29

EXISTING SPACE EXISTING SPACE

30

31

EXISTING SPACE EXISTING SPACE

32

KEY:*NB=PROVIDE NEW CIRCUIT BREAKER IN EXISTING SPACE WITH CHARACTERISTICS TO MATCH EXISTING

PANEL NAME: EXISTING LPB-DD8.9-120VE

NEW CONNECTED 0.6 KVA

TYPE: BOLT-ON GENERAL ELECTRIC TYPE AQ MAIN: 100A MCB

MOUNTING: SURFACE SOLID NEUTRAL VOLTS:

208Y / 120

FED FROM: LPB-DD8.9-277VE VIA TB-DD8.9-120VE GROUND BUS PHASE: 3

K SCCR:

22,000

WIRE: 4 K

E NOTES: E

Y CKT WIRE LOAD BREAKER BREAKER LOAD WIRE CKT Y

* NO. LOAD DESCRIPTION SIZE KVA AMP P AMP P KVA SIZE LOAD DESCRIPTION NO. *

1

EXISTING CIRCUIT

20 1 20 1

EXISTING CIRCUIT

2

3

EXISTING CIRCUIT

20 1 20 1

EXISTING CIRCUIT

4

5

EXISTING CIRCUIT

20 1 20 1

EXISTING CIRCUIT

6

7

EXISTING CIRCUIT

20 1 20 1

EXISTING CIRCUIT

8

9

EXISTING CIRCUIT

20 1 20 1

EXISTING CIRCUIT

10

11

EXISTING CIRCUIT

50 3 20 1 0.5 12

FIRE ALARM NEP

12 *NB*H

13 ------ -- -- -- -- 20 1 0.1 12

AREA ALARM PANEL

14 *NB

15 ------ -- -- -- --

EXISTING SPACE

16

17

EXISTING SPACE EXISTING SPACE

18

19

EXISTING SPACE EXISTING SPACE

20

21

EXISTING SPACE EXISTING SPACE

22

23

EXISTING SPACE EXISTING SPACE

24

25

EXISTING SPACE EXISTING SPACE

26

27

EXISTING SPACE EXISTING SPACE

28

29

EXISTING SPACE EXISTING SPACE

30

KEY:*NB=PROVIDE NEW CIRCUIT BREAKER IN EXISTING SPACE WITH CHARACTERISTICS TO MATCH EXISTING *H=RED HANDLE LOCK

PANEL NAME: LPICUN-120VC

CONNECTED 0.4 KVA

TYPE: BOLT-ON MAIN:

150A/3P CB

MOUNTING: SURFACE SOLID NEUTRAL VOLTS:

208Y / 120

FED FROM: LPICU-277VC VIA TICU-120VC GROUND BUS PHASE: 3

K SCCR:

10,000

WIRE: 4 K

E NOTES: E

Y CKT WIRE LOAD BREAKER BREAKER LOAD WIRE CKT Y

* NO. LOAD DESCRIPTION SIZE KVA AMP P AMP P KVA SIZE LOAD DESCRIPTION NO. *

1 1

RECEPT (CRASH CART)

12 0.2 20 1 20 1 0.2 12 3

DOORS

2

3

SPARE

20 1 20 1

SPARE

4

5

SPARE

20 1 20 1

SPARE

6

7

SPARE

20 1 20 1

SPARE

8

9

SPARE

20 1 20 1

SPARE

10

11

SPARE

20 1 20 1

SPARE

12

13

SPARE

20 1 20 1

SPARE

14

15

SPARE

20 1 20 1

SPARE

16

17

SPARE

20 1 20 1

SPARE

18

19

SPARE

20 1 20 1

SPARE

20

21

SPARE

20 1 20 1

SPARE

22

23

SPARE

20 1 20 1

SPARE

24

25

SPARE

20 1 20 1

SPARE

26

27

SPARE

20 1 20 1

SPARE

28

29

SPARE

20 1 20 1

SPARE

30

31

SPARE

20 1 20 1

SPARE

32

33

SPARE

20 1 20 1

SPARE

34

35

SPARE

20 1 20 1

SPARE

36

37

SPARE

20 1 20 1

SPARE

38

39

SPARE

20 1 20 1

SPARE

40

41

SPARE

20 1 20 1

SPARE

42

43

SPARE

20 1 20 1

SPARE

44

45

SPARE

20 1 20 1

SPARE

46

47

SPARE

20 1 20 1

SPARE

48

49

SPARE

20 1 20 1

SPARE

50

51

SPARE

20 1 20 1

SPARE

52

53

SPARE

20 1 20 1

SPARE

54

55

SPARE

20 1 20 1

SPARE

56

57

SPARE

20 1 20 1

SPARE

58

59

SPARE

20 1 20 1

SPARE

60

61

SPARE

20 1 20 1

SPARE

62

63

SPARE

20 1 20 1

SPARE

64

65

SPARE

20 1 20 1

SPARE

66

67

SPARE

20 1 20 1

SPARE

68

69

SPACE SPACE

70

71

SPACE SPACE

72

73

SPACE SPACE

74

75

SPACE SPACE

76

77

SPACE SPACE

78

79

SPACE SPACE

80

81

SPACE SPACE

82

83

SPACE SPACE

84

PANEL NAME: LPICU-277VN

CONNECTED 84.5 KVA

TYPE: BOLT-ON MAIN: 400A LUGS

MOUNTING: SURFACE SOLID NEUTRAL VOLTS:

480Y / 277

FED FROM: EXIST DPB-DD8.3-277VN GROUND BUS PHASE: 3

K SCCR:

14,000

WIRE: 4 K

E NOTES: E

Y CKT WIRE LOAD BREAKER BREAKER LOAD WIRE CKT Y

* NO. LOAD DESCRIPTION SIZE KVA AMP P AMP P KVA SIZE LOAD DESCRIPTION NO. *

1

39F11

10 2.7 20 1 20 1 3.2 10

12F1M, 2F1, 16F9, 2F9F, 4F17

2

3

14F2

12 0.8 20 1 20 1 1.5 12

3F1, 4F1M, 10F2, 2F8, 4F14

4

5

2F1, 6F1M, 6F2M, 2F9, 3F11

12 1.3 20 1 20 1

SPARE

6

7

SPARE

20 1 20 1

SPARE

8

9

SPARE

20 1 20 1

SPARE

10

11

SPARE

20 1 20 1

SPARE

12

13

SPARE

20 1 20 1

SPARE

14

15

SPARE

20 1 20 1

SPARE

16

17

SPARE

20 1 20 1

SPARE

18

19

SPARE

20 1 20 1

SPARE

20

21

SPARE

20 1 20 1

SPARE

22

23

SPARE

20 1 20 1

SPARE

24

25

SPARE

20 1 20 1

SPARE

26

27

SPARE

20 1 20 1

SPARE

28

29

SPARE

20 1 20 1

SPARE

30

31

SPARE

20 1 20 1

SPARE

32

33

SPARE

20 1 20 1

SPARE

34

35

SPARE

20 1 20 1

SPARE

36

37

SPACE

125 3 75.0

TICU-120VN

38 *O

39

SPACE

-- -- -- -- ------ 40

41

SPACE

-- -- -- -- ------ 42

KEY: *O=REFER TO ONE-LINE DIAGRAM FOR CONDUCTOR AND CONDUIT QUANTITY AND SIZE

PANEL NAME: LPICU-277VC

CONNECTED 64.4 KVA

TYPE: BOLT-ON MAIN:

400A/3P CB

MOUNTING: SURFACE SOLID NEUTRAL VOLTS:

480Y / 277

FED FROM: EXIST HOSPITAL 3RD FLR 600A BUS DUCT GROUND BUS PHASE: 3

K SCCR:

18,000

WIRE: 4 K

E NOTES: E

Y CKT WIRE LOAD BREAKER BREAKER LOAD WIRE CKT Y

* NO. LOAD DESCRIPTION SIZE KVA AMP P AMP P KVA SIZE LOAD DESCRIPTION NO. *

1

6F9

12 0.4 20 1 20 1 4.0 12

PAT RM 307,309,311, 313 LTG (4F4, 16F5,

8F3, 4F15D, 8F15, 4F6) NURSE STATION

LTG (4F13)

2

3

2F9, 4F2

12 0.4 20 1 20 1 4.1 12

PAT RM 325,327,330, 332 LTG (4F4, 16F5,

8F3, 4F15D, 8F15, 4F6) NURSE STATION

LTG (4F13) ANTE RM LTG (1F9)

4

5

PAT RM 338,340,342, 344 LTG (4F4, 16F5,

8F3, 4F15D, 8F15, 4F6) NURSE STATION

LTG (4F13)

12 4.0 20 1 20 1 2.0 12

PAT RM 334,336 LTG (2F4, 8F5, 4F3,

2F15D, 4F15, 2F6) NURSE STATION LTG

(2F13)

6

7

CORRIDOR LTG (19F2, 31F2M)

12 2.8 20 1 20 1 1.4 12

NURSE STATION LTG (12F10, 9F12),

SWAMP LTG (1F10, 1F10A, 2F10B)

8

9

4F11

12 0.3 20 1 20 1

SPARE

10

11

SPARE

20 1 20 1

SPARE

12

13

SPARE

20 1 20 1

SPARE

14

15

SPACE SPACE

16

17

SPACE SPACE

18

19

SPACE SPACE

20

21

SPACE SPACE

22

23

SPACE SPACE

24

25

SPACE SPACE

26

27

SPACE SPACE

28

29

SPACE SPACE

30

31

SPACE SPACE

32

33

SPACE SPACE

34

35

SPACE SPACE

36

37

SPACE

70 3 45.0

TICU-120VC

38 *O

39

SPACE

-- -- -- -- ------ 40

41

SPACE

-- -- -- -- ------ 42

KEY: *O=REFER TO ONE-LINE DIAGRAM FOR CONDUCTOR AND CONDUIT QUANTITY AND SIZE

PANEL NAME: LPICUS-120VC

CONNECTED 46.5 KVA

TYPE: BOLT-ON MAIN:

150A/3P CB

MOUNTING: SURFACE SOLID NEUTRAL VOLTS:

208Y / 120

FED FROM: LPICU-277VC VIA TICU-120VC GROUND BUS PHASE: 3

K SCCR:

10,000

WIRE: 4 K

E NOTES: E

Y CKT WIRE LOAD BREAKER BREAKER LOAD WIRE CKT Y

* NO. LOAD DESCRIPTION SIZE KVA AMP P AMP P KVA SIZE LOAD DESCRIPTION NO. *

1 1

PAT RM 344 HEADWALL RECEPTS

10 0.2 20 1 20 1 0.2 12 1

PAT RM 327 HEADWALL RECEPTS

2

3 1

PAT RM 344 HEADWALL RECEPTS

10 0.2 20 1 20 1 0.2 12 1

PAT RM # HEADWALL RECEPTS

4

5 1

PAT RM 344 HEADWALL RECEPTS

10 0.2 20 1 20 1 0.2 12 1

PAT RM # HEADWALL RECEPTS

6

7 3

PAT RM 344 RECEPTS

10 0.6 20 1 20 1 0.6 12 3

PAT RM # RECEPTS

8

9 4

PAT RM 344/342 NURSE RECEPT

10 0.8 20 1 20 1 0.8 12 4

PAT RM 327/325 NURSE RECEPT

10

11 1

PAT RM 342 HEADWALL RECEPTS

10 0.2 20 1 20 1 0.2 12 1

PAT RM 325 HEADWALL RECEPTS

12

13 1

PAT RM # HEADWALL RECEPTS

10 0.2 20 1 20 1 0.2 12 1

PAT RM # HEADWALL RECEPTS

14

15 1

PAT RM # HEADWALL RECEPTS

10 0.2 20 1 20 1 0.2 12 1

PAT RM # HEADWALL RECEPTS

16

17 3

PAT RM # RECEPTS

10 0.6 20 1 20 1 0.6 12 3

PAT RM # RECEPTS

18

19 3

RECEPTS

12 0.6 20 1 20 1 0.6 12 3

RECEPTS

20

21 1

PAT RM 340 HEADWALL RECEPTS

10 0.2 20 1 20 1 0.2 12 1

PAT RM 313 HEADWALL RECEPTS

22

23 1

PAT RM # HEADWALL RECEPTS

10 0.2 20 1 20 1 0.2 12 1

PAT RM # HEADWALL RECEPTS

24

25 1

PAT RM # HEADWALL RECEPTS

10 0.2 20 1 20 1 0.2 12 1

PAT RM # HEADWALL RECEPTS

26

27 3

PAT RM # RECEPTS

10 0.6 20 1 20 1 0.6 12 3

PAT RM # RECEPTS

28

29 4

PAT RM 340/338 NURSE RECEPT

10 0.8 20 1 20 1 0.8 12 4

PAT RM 313/311 NURSE RECEPT

30

31 1

PAT RM 338 HEADWALL RECEPTS

10 0.2 20 1 20 1 0.2 12 1

PAT RM 311 HEADWALL RECEPTS

32

33 1

PAT RM # HEADWALL RECEPTS

10 0.2 20 1 20 1 0.2 12 1

PAT RM # HEADWALL RECEPTS

34

35 1

PAT RM # HEADWALL RECEPTS

10 0.2 20 1 20 1 0.2 12 1

PAT RM # HEADWALL RECEPTS

36

37 3

PAT RM # RECEPTS

10 0.6 20 1 20 1 0.6 12 3

PAT RM # RECEPTS

38

39 2

MONITORS

10 0.4 20 1 20 1 0.4 12 2

RECEPTS

40

41 1

PAT RM 336 HEADWALL RECEPTS

10 0.2 20 1 20 1 0.2 12 1

PAT RM 309 HEADWALL RECEPTS

42

43 1

PAT RM # HEADWALL RECEPTS

10 0.2 20 1 20 1 0.2 12 1

PAT RM # HEADWALL RECEPTS

44

45 1

PAT RM # HEADWALL RECEPTS

10 0.2 20 1 20 1 0.2 12 1

PAT RM # HEADWALL RECEPTS

46

47 3

PAT RM # RECEPTS

10 0.6 20 1 20 1 0.6 12 3

PAT RM # RECEPTS

48

49 4

PAT RM 336/334 NURSE RECEPT

10 0.8 20 1 20 1 0.8 12 4

PAT RM 309/307 NURSE RECEPT

50

51 1

PAT RM 334 HEADWALL RECEPTS

10 0.2 20 1 20 1 0.2 12 1

PAT RM 307 HEADWALL RECEPTS

52

53 1

PAT RM # HEADWALL RECEPTS

10 0.2 20 1 20 1 0.2 12 1

PAT RM # HEADWALL RECEPTS

54

55 1

PAT RM # HEADWALL RECEPTS

10 0.2 20 1 20 1 0.2 12 1

PAT RM # HEADWALL RECEPTS

56

57 3

PAT RM # RECEPTS

10 0.6 20 1 20 1 0.6 12 3

PAT RM # RECEPTS

58

59 4

PAT RM 332/330 NURSE RECEPT

10 0.8 20 1 20 1 0.8 12 4

NURSE STATION 359

60

61 1

PAT RM 332 HEADWALL RECEPTS

10 0.2 20 1 20 1 0.8 12 4

NURSE STATION 359

62

63 1

PAT RM # HEADWALL RECEPTS

10 0.2 20 1 20 1 0.8 12 4

NURSE STATION 359

64

65 1

PAT RM # HEADWALL RECEPTS

10 0.2 20 1 20 1 0.8 12 4

NURSE STATION 359

66

67 1

PAT RM # HEADWALL RECEPTS

10 0.2 20 1 20 1 0.8 12 4

NURSE STATION 359

68

69 4

PAT RM # RECEPTS

10 0.8 20 1 20 1 0.8 12 4

NURSE STATION 359

70

71 1

PAT RM 330 HEADWALL RECEPTS

10 0.2 20 1 20 1 0.6 12 3

NURSE STATION 359

72

73 1

PAT RM # HEADWALL RECEPTS

10 0.2 20 1 20 1 0.2 12 1

MEDS 361

74

75 1

PAT RM # HEADWALL RECEPTS

10 0.2 20 1 20 1 1.0 12 1

MEDS 361 REFRIGERATOR

76

77 3

PAT RM # RECEPTS

10 0.6 20 1 20 1 0.2 12 1

MEDS 361 PYXIS

78

79 1

NOURISH 360 REFRIGERATOR

12 1.0 20 1 20 1 0.2 12 1

MEDS 361 PYXIS

80

81 3

NURSE STATION 364

12 0.6 20 1 20 1 0.2 12 1

MEDS 361 PYXIS

82

83 3

NURSE STATION 364

12 0.6 20 1 20 1 0.6 12 3

RECEPTS

84

85 2

SWAMP 363

12 0.4 20 1 20 1 0.4 12 2

RECEPTS

86

87 2

SWAMP 363

12 0.4 20 1 30 2 0.2 10 1

RECEPT

88

89 2

SWAMP 363

12 0.4 20 1 -- -- -- -- ------ 90

91 3

SWAMP 363

12 0.6 20 1 20 1 0.2 12 1

DOOR

92

93 4

NURSE STATION 364

12 0.8 20 1 20 1 0.4 12 2

RECEPT

94

95 4

NURSE STATION 364

12 0.8 20 1 20 1 1.0 12

PTS

96

97 6

NURSE STATION 364

12 1.2 20 1 20 1 0.2 12

CLOCK

98

99

VAV CONTROL POWER

12 0.5 20 1 20 1 0.5 12

VAV CONTROL POWER

100

101

VAV CONTROL POWER

12 0.5 20 1 20 1 0.2 12

PAT RM 307 HEADWALL CIRCUIT

102

103

PAT RM 330 HEADWALL CIRCUIT

10 0.2 20 1 20 1 0.2 12

PAT RM 309 HEADWALL CIRCUIT

104

105

PAT RM 332 HEADWALL CIRCUIT

10 0.2 20 1 20 1 0.2 12

PAT RM 311 HEADWALL CIRCUIT

106

107

PAT RM 334 HEADWALL CIRCUIT

10 0.2 20 1 20 1 0.2 12

PAT RM 313 HEADWALL CIRCUIT

108

109

PAT RM 336 HEADWALL CIRCUIT

10 0.2 20 1 20 1 0.2 12

PAT RM 325 HEADWALL CIRCUIT

110

111

PAT RM 338 HEADWALL CIRCUIT

10 0.2 20 1 20 1 0.2 12

PAT RM 327 HEADWALL CIRCUIT

112

113

PAT RM 340 HEADWALL CIRCUIT

10 0.2 20 1 20 1

SPARE

114

115

PAT RM 342 HEADWALL CIRCUIT

10 0.2 20 1 20 1

SPARE

116

117

PAT RM 344 HEADWALL CIRCUIT

10 0.2 20 1 20 1

SPARE

118

119

SPARE

20 1 20 1

SPARE

120

121

SPACE

100 3 0.4

PANEL LPICUN-120VC

122 *O

123

SPACE

-- -- -- -- ------ 124

125

SPACE

-- -- -- -- ------ 126

KEY: *O=REFER TO ONE-LINE DIAGRAM FOR CONDUCTOR AND CONDUIT QUANTITY AND SIZE

PANEL NAME: LPICU-120VQ

CONNECTED 6.8 KVA

TYPE: BOLT-ON MAIN:

60A/3P CB

MOUNTING: SURFACE SOLID NEUTRAL VOLTS:

208Y / 120

FED FROM: DPB-ICU-480VQ VIA TICU-120VQ GROUND BUS PHASE: 3

K SCCR:

22,000

WIRE: 4 K

E NOTES: E

Y CKT WIRE LOAD BREAKER BREAKER LOAD WIRE CKT Y

* NO. LOAD DESCRIPTION SIZE KVA AMP P AMP P KVA SIZE LOAD DESCRIPTION NO. *

1

EXHAUST FAN 1-EF-51

10 0.7 20 1 20 1 0.8 10

EXHAUST FAN 1-EF-54

2

*H 3

UNIT HEAT 1-UH-1

12 0.7 20 1 20 1 0.7 12

UNIT HEAT 1-UH-2

4 *H

*H 5

UNIT HEAT 1-UH-3

12 0.7 20 1 20 1 0.7 12

UNIT HEAT 1-UH-4

6 *H

*H 7

UNIT HEAT 1-UH-5

12 0.7 20 1 20 1

SPARE

8

9

RECEPTACLE

10 0.2 20 1 20 1 0.2 10

RECEPTACLE

10

11

RECEPTACLE

10 0.2 20 1 20 1 0.2 10

RECEPTACLE

12

13

RECEPTACLE

10 0.2 20 1 20 1 0.2 10

RECEPTACLE

14

15

RECEPTACLE

10 0.2 20 1 20 1 0.5 12

VAV CONTROL POWER

16

17

SPARE

20 1 20 1

SPARE

18

KEY:*H=HANDLE LOCK

PANEL NAME: LPICUN-120VN

CONNECTED 39.0 KVA

TYPE: BOLT-ON MAIN:

150A/3P CB

MOUNTING: SURFACE SOLID NEUTRAL VOLTS:

208Y / 120

FED FROM: LPICU-277VN VIA TICU-120VN GROUND BUS PHASE: 3

K SCCR:

10,000

WIRE: 4 K

E NOTES: E

Y CKT WIRE LOAD BREAKER BREAKER LOAD WIRE CKT Y

* NO. LOAD DESCRIPTION SIZE KVA AMP P AMP P KVA SIZE LOAD DESCRIPTION NO. *

1 6

RECEPTS

10 1.2 20 1 20 1 0.6 10 3

RECEPTS

2

3

VENDING MACHINE

12 1.0 20 1 20 1 1.0 12

VENDING MACHINE

4

5 5

RECEPTS (1-TV)

12 1.3 20 1 20 1 1.4 12 7

RECEPTS

6

7 2

RECEPTS, 4 SENSORS

12 0.6 20 1 20 1 1.8 12 1

RECEPT (TREADMILL)

8

9 2

RECEPTS (2-FANS)

12 1.0 20 1 20 1 1.8 12 1

RECEPT (TREADMILL)

10

11 3

RECEPTS (1-TV)

12 0.9 20 1 20 1 1.5 12 1

RECEPT (MICROWAVE)

12

13 1

RECEPT (U.C. REFRIGERATOR)

12 1.0 20 1 20 1 1.0 12 5

RECEPTS

14

15 3

RECEPTS

12 0.6 20 1 20 1 0.6 12 3

RECEPTS

16

17 6

RECEPTS

10 1.2 20 1 15 1 1.2 12 6

RECEPTS (WM-1)

18

19 6

RECEPTS (WM-1)

12 1.2 15 1 15 1 1.2 12 6

RECEPTS (WM-1)

20

21 6

RECEPTS (WM-1)

12 1.2 15 1 15 1 1.0 12 5

RECEPTS (WM-1)

22

23 5

RECEPTS (WM-1)

12 1.0 15 1 20 1 1.4 10 7

RECEPTS (WM-2)

24

25 2

RECEPT

12 0.4 20 1 20 1 1.6 10 8

RECEPTS (WM-2)

26

27

VENDING MACHINE

12 1.0 20 1 20 1 1.0 12

VENDING MACHINE

28

29 3

RECEPTS

12 0.6 20 1 20 1 1.5 12 1

RECEPT (ICE/WATER DISPENSER)

30

31 3

RECEPTS

12 0.6 20 1 20 1 0.2 12 1

RECEPT

32

33 7

RECEPTS

12 1.4 20 1 20 1 0.2 12 4

RECEPTS

34

35 6

RECEPTS

10 1.2 20 1 20 1 0.2 12 1

RECEPTS (1-TV)

36

37 2

RECEPTS

12 0.4 20 1 20 1 1.0 12 5

RECEPTS

38

39 1

RECEPT

12 0.2 20 1 20 1 0.8 12 4

RECEPTS

40

41

SPARE

20 1 20 1

SPARE

42

43

SPARE

20 1 20 1

SPARE

44

45

SPARE

20 1 20 1

SPARE

46

47

SPARE

20 1 20 1

SPARE

48

49

SPACE SPACE

50

51

SPACE SPACE

52

53

SPACE SPACE

54

55

SPACE SPACE

56

57

SPACE SPACE

58

59

SPACE SPACE

60

61

SPACE SPACE

62

63

SPACE SPACE

64

65

SPACE SPACE

66

67

SPACE SPACE

68

69

SPACE SPACE

70

71

SPACE SPACE

72

73

SPACE SPACE

74

75

SPACE SPACE

76

77

SPACE SPACE

78

79

SPACE SPACE

80

81

SPACE SPACE

82

83

SPACE SPACE

84

NOTE: PROVIDE EXTRA SIDE GUTTER SPACE AS NEEDED FOR INSTALLATION OF BRANCH CIRCUIT CONDUCTORS

DISTRIBUTION PANEL: DPB-ICU-480VQ

CONNECTED 63.8 KVA

TYPE: BOLT-ON MAIN:

250A/3P CB

MOUNTING: SURFACE SOLID NEUTRAL VOLTS: 480

FED FROM: EXIST DPB-H14-480VQ GROUND BUS PHASE: 3

K SCCR:

35,000

WIRE: 3 K

E NOTES: E

Y CKT WIRE LOAD BREAKER BREAKER LOAD WIRE CKT Y

* NO. LOAD DESCRIPTION SIZE KVA AMP P AMP P KVA SIZE LOAD DESCRIPTION NO. *

1

AHU SUPPLY FAN 1-SF-47

3 41.4 100 3 30 3 11.2 10

AHU RETURN FAN 1-RF-48

2

------ -- -- -- -- -- -- -- -- ------

------ -- -- -- -- -- -- -- -- ------

3

HEATING PUMP 1-HWP-2

12 2.7 20 3 20 3 2.7 12

HEATING PUMP 1-HWP-1

4

------ -- -- -- -- -- -- -- -- ------

------ -- -- -- -- -- -- -- -- ------

5

HEATING PUMP 1-HWP-3

12 1.3 20 3 20 3 0.9 12

EXHAUST FAN 1-EF-49

6

------ -- -- -- -- -- -- -- -- ------

------ -- -- -- -- -- -- -- -- ------

7

EXHAUST FAN 1-EF-50

12 0.9 20 3 20 3 0.9 12

EXHAUST FAN 1-EF-52

8

------ -- -- -- -- -- -- -- -- ------

------ -- -- -- -- -- -- -- -- ------

9

EXHAUST FAN 1-EF-53

12 0.9 20 3 3

SPACE

10

------ -- -- -- -- -- -- -- -- ------

------ -- -- -- -- -- -- -- -- ------

11

SPACE

3 3

SPACE

12

------ -- -- -- -- -- -- -- -- ------

------ -- -- -- -- -- -- -- -- ------

13

SPACE

3 20 3 0.9

*O TICU-120VQ

14

------ -- -- -- -- -- -- -- -- ------

------ -- -- -- -- -- -- -- -- ------

KEY: *O=REFER TO ONE-LINE DIAGRAM FOR CONDUCTOR AND CONDUIT QUANTITY AND SIZE

B

A

E

5 6

8

7

F

D

C

94

3
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5 6 8
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E
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ONE LINE DIAGRAM NOTES:

TRANSFORMER WIRING DETAIL

NO SCALE

2

KEYNOTES

ELECTRICAL ONE-LINE DIAGRAM

NO SCALE

1

VOLTAGE DROP CALCULATION

CIRCUIT NO /

DISTANCE

VOLTAGE PHASE

POWER LOAD CONDUCTOR WIRE NO.  OF CONDUIT

IMPEDANCE

FACTOR

VOLTAGE ENDING VOLTAGE

LOAD DESCRIPTION ft. FACTOR AMP. TYPE SIZE SETS TYPE DROP VOLTAGE

DROP(%)

DPB-DD8.3-277VN /

LPICU-277VN

371 480

3-PH, AC

90% 102 COPPER 0 1 STEEL CONDUIT 228 8.63 471.4 1.8%

LPICU-277VN /

TICU-120VN

10 480

3-PH, AC

90% 84 COPPER 1 1 STEEL CONDUIT 292 0.25 479.8 0.1%

TICU-120VN /

LPICUS-120VN

10 208

3-PH, AC

80% 193 COPPER 250 1 STEEL CONDUIT 128 0.25 207.8 0.1%

LPICUS-120VN /

LPICUN-120VN

268 208

3-PH, AC

80% 83 COPPER 0 1 STEEL CONDUIT 223 4.96 203.0 2.4%

CRITICAL BUS DUCT /

LPICU-277VC

252 480

3-PH, AC

90% 60 COPPER 0 1 STEEL CONDUIT 228 3.45 476.6 0.7%

LPICU-277VC /

TICU-120VC

10 480

3-PH, AC

90% 46 COPPER 1 1 STEEL CONDUIT 292 0.13 479.9 0.0%

TICU-120VC /

LPICUS-120VC

10 208

3-PH, AC

80% 105 COPPER 250 1 STEEL CONDUIT 128 0.13 207.9 0.1%

LPICUS-120VC /

LPICUN-120VC

268 208

3-PH, AC

80% 3 COPPER 0 1 STEEL CONDUIT 223 0.18 207.8 0.1%

(DPB-H14-480VQ)-9 /

DPB-ICU-480VQ

600 480

3-PH, AC

90% 112 COPPER 250 1 STEEL CONDUIT 123 8.27 471.7 1.7%
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SYMBOL TAG DESCRIPTION NOTES

TECHNOLOGY SYMBOL LIST

W

##
1

INFORMATION OUTLET (WALL), COMBINATION
TELEPHONE/DATA COMMUNICATION

SC-IO-W

1
INFORMATION OUTLET (WALL), TELEPHONE
COMMUNICATION ONLY, WALL PHONE

SC-IO-W

WAP
1

INFORMATION OUTLET (CEILING), DATA COMMUNICATION
ONLY, WIRELESS ACCESS POINT

SC-WAP-C

1
INFORMATION OUTLET (WALL), DATA COMMUNICATION
ONLY

SC-IO-W

1

INFORMATION OUTLET (WALL), DATA COMMUNICATION
ONLY

SC-IO-W
#

TV

1

N NURSE CALL STATION
D = CORRIDOR DOME LIGHT, MOUNTED AT FINISHED CEILING
DI = AUXILIARY INTERSECTIONAL DOME LIGHT, MOUNTED AT
      FINISHED CEILING

NC-D-C

NCS .NURSE CALL - MASTER STATIONNC-MAS

N
NURSE CALL STATION
D = DUTY STATION, MOUNTED AT +60"
E = EMERGENCY STATION, MOUNTED AT +36" FOR TOILETS
E = EMERGENCY STATION, MOUNTED AT +72" FOR SHOWERS
A = STAFF ASSIST STATION, MOUNTED AT +48"
C = CODE BLUE STATION, MOUNTED AT +48"
V = TELEVISION AUDIO AND CONTROL INTERFACE JACK,
       MOUNTED AT +96"
R = AUXILIARY INPUT JACK, MOUNTED AT +18"
 X = STANDALONE CONTROLLER
1 = SINGLE PATIENT STATION
B = BED CONNECTOR, MOUNTED AT +18"

NC-DTY-W
.

.

*

#

NC-ET-W
NC-ES-W
NC-SA-W
NC-CB-W
NC-TV-W

NC-ER-W
NC-SC-W
NC-N-W

NC-DZ-C

NC-BC-W

M T
SYNCRONIZED CLOCK SYSTEM CLOCK; LETTER INDICTES
AS FOLLOWS;
M = MOUNT
C - CEILING  W - WALL
S - SURFACE  F - FLUSH

T=TECHNOLOGY/TYPE
A1 - ANALOG SINGLE FACE
A2 - ANALOG DOUBLE FACE
D1 - DIGITAL SINGLE FACE
D2 - DIGITAL DOUBLE FACE

CC-C-W

CP1

WP1 AV WALLPLATE (WALL) - TYPE 1AV-WP1-W

AV CONTROL PANEL (WALL) - TYPE 1AV-CP1-W

VIDEO SURVEILLANCE CAMERAVS-CAM

S 4FACILITY PAGING SPEAKER  (CEILING)PA-S-C

#

#

#

#

#

#

#

#

#

#

2CARD ACCESS READER; LETTER INDICATES AS FOLLOWS;
M = MOUNT
C - CEILING   D - DESK   F- FLUSH   H - HIDDEN   M - MULLION
P - PEDESTAL   R - RACK   S - SURFACE   W - WALL

T = TECHNOLOGY/TYPE
B - BARCODE   F - ELEVATOR FLOOR CALL
H - ELEVATOR HALL CALL   M - MAG STRIP
P = PROXIMITY   S - SMART CARD   T TOKEN

AC-CR1

2

AC-CR2

2ELECTRONIC LOCK; LETTER INDICATES AS FOLLOWS:
M = MOUNT
C - CEILING   D - DESK   F - FLUSH   H - HIDDEN   M - MULLION
P - PEDESTAL   R - RACK   S - SURFACE   W - WALL

T = TECHNOLOGY/TYPE
D - DEADBOLT   H - HYBRID   L - LATCH SET
M - MAGNATIC   S - STRIKE

AC-EDH

2REQUEST TO EXIT; LETTER INDICATES AS FOLLOWS:
M = MOUNT
C - CEILING   W - WALL   M - MULLION   P - PEDESTAL
F - FLUSH   S - SURFACE

T = TECHNOLOGY/TYPE
M - MANUAL   I - PASSIVE INFRARED

AC-REX

2DOOR CONTACT; LETTER INDICATES AD FOLLOWS:
M = MOUNT
S - SURFACE   R - RECESSED

T = TECHNOLOGY/TYPE
M = MAGNETIC REED

AC-DC

CARD ACCESS READER WITH KEYPAD; LETTER INDICATES
AS FOLLOWS;
M = MOUNT
C - CEILING   D - DESK   F- FLUSH   H - HIDDEN   M - MULLION
P - PEDESTAL   R - RACK   S - SURFACE   W - WALL

T = TECHNOLOGY/TYPE
B - BARCODE   F - ELEVATOR FLOOR CALL
H - ELEVATOR HALL CALL   M - MAG STRIP
P = PROXIMITY   S - SMART CARD   T TOKEN

CSS 2CONTROLLED SECURITY SCHEME SCHEDULE IDENTIFIERAC-CSS

SP1 .AUDIO / VISUAL SPEAKER (CEILING) - TYPE 1AV-SP1-C

THE COMPLETE INSTALLATION SHALL BE IN ACCORDANCE WITH THE U.F.A.S.  (UNIFORM FEDERAL
ACCESSIBILITY STANDARDS).

CONCEAL ALL CONDUIT IN WALLS, PARTITIONS, ABOVE CEILING, AND IN FLOOR SLAB, ETC. UNLESS
OTHERWISE INDICATED ON THE PLANS OR IN THE SPECIFICATIONS.  CONDUIT IN MECHANICAL ROOMS AND
STORAGE ROOMS WITHOUT CEILINGS MAY BE EXPOSED ON BUILDING STRUCTURE.

BOXES LOCATED ON OPPOSITE SIDES OF NON-RATED WALLS SHALL BE OFFSET A MINIMUM OF 6"
HORIZONTALLY.  BOXES ON OPPOSITE SIDES OF FIRE RATED WALLS SHALL BE OFFSET A MINIMUM OF 24"
HORIZONTALLY.  "THRU-THE-WALL" BOXES SHALL NOT BE ALLOWED WITHOUT PRIOR WRITTEN APPROVAL
OF THE ARCHITECT/ENGINEER.

FLUSH MOUNT ALL INFORMATION OUTLET LOCATIONS AT +18" FROM FINISHED FLOOR (CENTERLINE
DIMENSION) UNLESS OTHERWISE NOTED.  INFORMATION OUTLET LOCATIONS MAY BE SURFACE MOUNTED
WHERE ASSOCIATED CONDUIT IS SPECIFIED TO BE EXPOSED.

CONTRACTOR SHALL VERIFY ALL FURNITURE, MODULAR FURNITURE, AND EQUIPMENT LOCATIONS WITH
ARCHITECTURAL PLANS, ELEVATIONS, AND REVIEWED SHOP DRAWINGS.  PRIOR TO COMMENCING THE
ACTUAL TELECOMMUNICATIONS INSTALLATION, THIS CONTRACTOR SHALL ADJUST OUTLETS OR
CONNECTION LOCATIONS TO ACCOMMODATE FURNITURE AND/OR EQUIPMENT.

TELECOMMUNICATIONS EQUIPMENT SHALL BE MOUNTED TO ALLOW ACCESS TO ELECTRICAL AND
MECHANICAL EQUIPMENT.  ALL MOUNTING OF TELECOMMUNICATION DEVICES ON EQUIPMENT SUPPLIED BY
ANOTHER CONTRACTOR SHALL BE APPROVED IN ADVANCE BY THE OTHER CONTRACTOR.

CONTRACTOR SHALL BE RESPONSIBLE FOR ALL OPENINGS REQUIRED IN WALLS.  ALL OPENINGS SHALL BE
REPAIRED TO MATCH EXISTING BY A QUALIFIED CONTRACTOR AT THE EXPENSE OF THIS CONTRACTOR.
ALL CONDUITS THROUGH WALLS SHALL BE GROUTED OR SEALED INTO OPENINGS.

ALL MATERIALS USED TO SEAL PENETRATIONS OF FIRE RATED WALLS AND FLOORS SHALL BE TESTED AND
CERTIFIED AS A SYSTEM PER ASTM E814 STANDARDS FOR FIRE TESTS OF THROUGH-PENETRATION
FIRESTOPS.

CONTRACTOR SHALL REMOVE AND REINSTALL ALL CEILING TILES AS REQUIRED FOR THE EXECUTION OF
TELECOMMUNICATIONS WORK THAT IS OUTSIDE THE CONTRACT LIMITS OF CONSTRUCTION.
CONTRACTOR SHALL REPLACE CEILING TILES WITH IDENTICAL MATERIAL WHERE DAMAGED BY THIS
CONTRACTOR.

FIRESTOPPING REFERS TO THE ITEMS SPECIFICALLY ADDRESSED IN DIVISION 26, 27, AND 28 DOCUMENTS.
REFER TO THE INDIVIDUAL SPECIFICATION SECTIONS FOR INFORMATION SPECIFIC TO FIRESTOPPING.

TECHNOLOGY INSTALLATION NOTES:

"1/T401"   INDICATES DETAIL NUMBER / SHEET NUMBER.

"SC-MPP-1"  INDICATES GENERAL TECHNOLOGY EQUIPMENT SCHEDULE ITEM TAG.

A SLASH IS USED BETWEEN TWO SUBSCRIPTS ie: A/H

REFER TO GENERAL TECHNOLOGY EQUIPMENT SCHEDULE  AND SPECIFICATIONS FOR FULL DESCRIPTIONS OF
AND BASIS OF DESIGN MANUFACTURERS FOR ALL DEVICES.

"            " INDICATES KEYED NOTE USED TO DESCRIBE ADDITIONAL INFORMATION OF WORK REQUIRED, SPECIFIC
TO THE SHEET AND/OR DETAIL IT IS SHOWN WITH.

FROM FINISHED FLOOR TO CENTERLINE MOUNTING SUBSCRIPT KEY:
TECHNOLOGY OUTLETS

/A MOUNT ABOVE COUNTER (+6" TO CENTERLINE ABOVE COUNTER OR BACKSPLASH)
/L MOUNT IN LAB CASEWORK
/H MOUNT HORIZONTAL

ABBREVIATION KEY:
T.C. TELECOMMUNICATIONS CONTRACTOR
S.C. SECURITY CONTRACTOR
AV.C AUDIO/VISUAL CONTRACTOR
NC.C. NURSE CALL CONTRACTOR
E.C. ELECTRICAL CONTRACTOR
M.C. MECHANICAL CONTRACTOR
G.C. GENERAL CONTRACTOR
AFF ABOVE FINISH FLOOR
BFC BELOW FINISHED CEILING
C CONDUIT
TYP TYPICAL
+#" MOUNTING HEIGHT ABOVE FINISHED FLOOR

LINE TYPE KEY:

NEW WORK BY THIS CONTRACTOR (DARK SOLID LINE)

NEW WORK UNDERFLOOR OR UNDERGROUND BY THIS CONTRACTOR (DARK LONG 
DASHED LINE)

NEW WORK BY OTHERS, AND/OR EXISTING TO REMAIN (LIGHT SOLID LINE)

EXISTING TO BE REMOVED BY THIS CONTRACTOR (DARK SHORT DASHED LINE)

GENERAL TECHNOLOGY NOTES:

1

1.

2.

3.

4.

5.

6.

7.

8.

1.

2.

3.

4.

5.

6.

7.

8.

9.

10.

GENERAL NOTES:

ALL SYMBOLS AND ABBREVIATIONS LISTED MAY NOT BE APPLICABLE TO THIS PROJECT.  REFER TO THE GENERAL
TECHNOLOGY EQUIPMENT SCHEDULE FOR MORE COMPLETE DESCRIPTION AND ITEMS.

ALL SYMBOLS AND ABBREVIATIONS REFER TO TECHNOLOGY SHEETS ONLY AS DEFINED ON THE TECHNOLOGY SHEET
INDEX.  REFER TO THE GENERAL TECHNOLOGY NOTES FOR ADDITIONAL INFORMATION.

ALL SYMBOLS LISTED ABOVE ARE FOR REFERENCE ONLY.  REFER TO PLANS AND LINE TYPES KEY FOR NEW, EXISTING TO
REMAIN, AND TO BE REMOVED ITEMS FOR ADDITIONAL INFORMATION.

TECHNOLOGY SYMBOL NOTES:

"#" INDICATES INFORMATION OUTLET FACEPLATE CONFIGURATION.  REFER TO INFORMATION OUTLET SCHEDULE ON T601
FOR ADDITIONAL INFORMATION.

REFER TO ACCESS CONTROL SCHEDULE ON T602 FOR ADDITIONAL INFORMATION.

"#" INDICATES UNIQUE CAMERA NUMBER FOR THAT CAMERA LOCATION.  REFER TO CLOSED CIRCUIT (CCTV) INDIVIDUAL
CAMERA REQUIREMENTS SCHEDULE ON T602 AND CAMERA TYPE SCHEDULE ON T602 FOR ADDITIONAL INFORMATION.

"#" INDICATES ZONE ASSIGNMENT.

1.

2.

3.

1.

2.

3.

4.

3

J AC-JB JUNCTION BOX

#

IC-IM1 INTERCOM MASTER STATION

IC-I1 INTERCOM STATION

V

VS

#
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SUGGESTED MATRIX OF SCOPE RESPONSIBILITY

ITEM SHOWN ON
FURNISHED

BY
INSTALLED

BY NOTES:
INFORMATION OUTLET ROUGH-IN (REFER TO GENERAL TECHNOLOGY EQUIPMENT
SCHEDULE AND SPECIFICATIONS FOR DEFINITION)

T-SERIES E.C. E.C. 1

INFORMATION OUTLET FACEPLATES, JACKS AND TERMINATIONS T-SERIES T.C. T.C.

CONDUIT SLEEVES (WHEN SHOWN ON DRAWINGS) T-SERIES E.C. E.C.

CONDUIT SLEEVES (NOT SHOWN BUT REQUIRED FOR PROPER
INSTALLATION OF SYSTEM)

N/A T.C. T.C. 2, 4, 5

TECHNOLOGY SYSTEMS ROUGH-IN T-SERIES T.C. E.C. 1, 3, 4

TECHNOLOGY EQUIPMENT, CABLING, & TERMINATIONS T-SERIES T.C. T.C. 10

SECURITY SYSTEMS ROUGH-IN T-SERIES E.C. E.C. 1, 3, 4

SECURITY EQUIPMENT, CABLING, & TERMINATIONS T-SERIES S.C. S.C. 11, 12

AUDIO/VISUAL SYSTEMS ROUGH-IN T-SERIES E.C. E.C. 1, 3, 4

AUDIO/VISUAL EQUIPMENT, CABLING, & TERMINATIONS T-SERIES T.C. T.C.

NURSE CALL ROUGH-IN T-SERIES NC.C E.C. 1, 3, 4

NURSE CALL EQUIPMENT, CABLING, & TERMINATIONS T-SERIES NC.C NC.C.

CABLE TRAY (INCLUDING WIRE BASKET TRAY) T-SERIES E.C. E.C.

LADDER RACK T-SERIES T.C. T.C. 5

FIRESTOPPING N/A E.C. E.C. 9

GROUNDING LUGS ON TECHNOLOGY EQUIPMENT T-SERIES T.C. E.C. 6

BONDING SYSTEM FOR TECHNOLOGY SYSTEM T-SERIES E.C. E.C. 7

CONNECTION OF TECHNOLOGY GROUND SYSTEM TO THE
ELECTRICAL GROUND SYSTEM

T-SERIES E.C. E.C. 8

LINE VOLTAGE POWER (+120V OR GREATER) E-SERIES E.C. E.C.

LINE VOLTAGE POWER (NOT SHOWN BUT REQUIRED FOR PROPER INSTALLATION
OF SYSTEM)

N/A T.C. E.C. 2, 4

LINE VOLTAGE POWER FOR DOOR HARDWARE POWER SUPPLIES ARCH SPEC E.C. E.C.

LOW VOLTAGE CABLING FOR TECHNOLOGY SYSTEMS T-SERIES T.C. T.C.

J-HOOKS OR OTHER CABLE ROUTING METHODS (OTHER THAN CONDUIT AND
CABLE TRAY)

T-SERIES T.C. T.C. 5

TELECOMMUNICATIONS TERMINAL BOARD (TTB) T-SERIES T.C. T.C.

FLOOR BOX (ROUGH-IN) T & E SERIES E.C. E.C.

TELECOM ROOM REFERENCES

TELECOM
ROOM

DETAIL/SHEET
REFERENCE

FLOORPLAN
REFERENCE

ARCH ROOM
NUMBER

SC-HC-1 1/T401 1/TC104 G320

LOCATIONS OF TECHNOLOGY (INCLUDES TELECOMMUNICATIONS, PAGING, SYNCHRONIZED CLOCK, INTERCOM, NURSE CALL, AND SECURITY) ROUGH-INS SHALL BE
INDICATED BY THE ASSOCIATED DEVICE SYMBOLS ON THE CONTRACT DOCUMENTS.  REFER TO THE GENERAL TECHNOLOGY EQUIPMENT SCHEDULE ON DRAWING
T001 FOR ADDITIONAL INFORMATION.

BASED ON THE INHERENT DIFFERENCES IN PRODUCTS FROM VARIOUS MANUFACTURERS, ALL REQUIRED EQUIPMENT MAY NOT BE SHOWN ON THE DRAWINGS OR
ON THE CONTRACT DOCUMENTS.

INCLUDES BACKBOXES AND CONDUIT REQUIRED FOR THE TECHNOLOGY SYSTEMS INSTALLATION.  THE E.C. SHALL BASE THE BID ON THE BASIS OF DESIGN SHOWN
ON THE CONTRACT DOCUMENTS.

ALL CHANGES TO THE SLEEVES, BACKBOXES, CONDUITS, AND POWER REQUIRED BECAUSE OF THE T.C.'S, AV.C.'S, NC.C'S, and S.C.'S SELECTION OF AN ALTERNATE
ACCEPTABLE MANUFACTURER OR FROM SYSTEM CONFIGURATIONS THAT ARE LEFT TO THE CHOICE OF THE CONTRACTOR SHALL BE INCLUDED IN THE T.C.'S,
AV.C.'S, NC.C'S, and S.C.'S BID.  THIS BID SHALL INCLUDE INSTALLATION BY A LICENSED ELECTRICIAN.

UNLESS TRADE RULES DICTATE OTHERWISE.

FURNISHED AS PART OF THE EQUIPMENT WHEN POSSIBLE, OR FURNISHED TO THE E.C. FOR INSTALLATION IN THE FIELD.

INCLUDES ALL CONDUCTORS, GROUNDING BUSBARS, AND TERMINATIONS FOR THE COMPLETE GROUNDING SYSTEM REQUIRED BY THE SPECIFICATIONS
INCLUDING CONNECTORS TO THE LUGS PROVIDED ON THE TECHNOLOGY EQUIPMENT.

REFER TO ELECTRICAL DRAWINGS FOR LOCATIONS OF PANELS AND SWITCHBOARDS SHOWN IN THE GROUNDING RISER.

FIRESTOPPING REFERS TO THE ITEMS SPECIFICALLY ADDRESSED IN DIVISION 26, 27, AND 28 DOCUMENTS.  REFER TO THE INDIVIDUAL SPECIFICATION SECTIONS
FOR INFORMATION SPECIFIC TO FIRESTOPPING.

TECHNOLOGY INCLUDES BUT IS NOT LIMITED TO VOICE / DATA / CATV STRUCTURED CABLING, PAGING, SYNCHRONIZED CLOCKS, INTERCOM, NURSE CALL, AND
SECURITY.
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KEYNOTES

SC-CPW-1 BETWEEN SECTIONS OF SC-CT-1
CABLE TRAY.  QUANTITY TO BE DETERMINED BY
THIS CONTRACTOR BASED ON PRODUCT
CHOSEN FOR SC-CPW-1.
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KEYNOTES

SC-CPW-1 BETWEEN SECTIONS OF SC-CT-1
CABLE TRAY.  QUANTITY TO BE DETERMINED BY
THIS CONTRACTOR BASED ON PRODUCT
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BOOM ARM.  ROUTE CABLE THROUGH
PREFABRICATED SERVICE COLUMN BY
OTHERS.  REFER TO ARCHITECTURAL
ELEVATIONS FOR ADDITIONAL INFORMATION.
VERIFY ALL DEVICE QUANTITIES AND
CONNECTION REQUIREMENTS WITH THE
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REFER TO ARCHITECTURAL ELEVATIONS FOR
ADDITIONAL INFORMATION.  VERIFY ALL DEVICE
QUANTITIES AND CONNECTION REQUIREMENTS
WITH THE SELECTED PRODUCT VENDOR.  THE
BASIS OF DESIGN HEADWALL SERVICE COLUMN
AND BOOM SYSTEM FOR THIS PROJECT IS HILL-
ROM LATITUDE BOOM ARM SYSTEM.

1.
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ALL ACCESS CONTROL DEVICES IN THIS AREA
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REFER TO 1/TC104 FOR LOCATION OF SC-HC-1
TELECOM ROOM G320.

1.

ONLY CHANGE TO THIS SHEET WAS TO REMOVE THE
GRID LINES AND BUBBLES TO CLEAN-UP DRAWINGS.
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GENERAL SHEET NOTES

ALL NURSE CALL DEVICES, ACCESS CONTROL
DEVICES, VIDEO SURVEILLANCE CAMERAS,
PAGING SPEAKERS, AND VIDEO INTERCOM
DEVICES IN THIS AREA SERVED FROM SC-HC-1
TELECOM ROOM G320.  REFER TO 1/TC104
FOR LOCATION OF SC-HC-1 TELECOM ROOM
G320.

REFER TO ARCHITECTURAL ELEVATIONS FOR
PRECISE SYSTEM DEVICE LOCATIONS.
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2.

KEYNOTES

INSTALL INSIDE PREFABRICATED SERVICE
COLUMN BY OTHERS.  REFER TO
ARCHITECTURAL ELEVATIONS FOR ADDITIONAL
INFORMATION.  VERIFY ALL DEVICE QUANTITIES
AND CONNECTION REQUIREMENTS WITH THE
SELECTED PRODUCT VENDOR.  THE BASIS OF
DESIGN HEADWALL SERVICE COLUMN AND
BOOM SYSTEM FOR THIS PROJECT IS HILL-ROM
LATITUDE BOOM ARM SYSTEM.

INSTALL INSIDE PREFABRICATED SERVICE
COLUMN BY OTHERS.  REFER TO
ARCHITECTURAL ELEVATIONS FOR ADDITIONAL
INFORMATION.  PROVIDE WITH REMOTE NURSE
CALL PULL CORD, INTERCOM, LIGHT CONTROL,
AND TV CONTROLS IN WINDOW-SIDE BOOM.
REFER TO ARCHITECTURAL ELEVATIONS FOR
ADDITIONAL INFORMATION.  VERIFY ALL DEVICE
QUANTITIES AND CONNECTION REQUIREMENTS
WITH THE SELECTED PRODUCT VENDOR.  THE
BASIS OF DESIGN HEADWALL SERVICE COLUMN
AND BOOM SYSTEM FOR THIS PROJECT IS HILL-
ROM LATITUDE BOOM ARM SYSTEM.
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GENERAL SHEET NOTES

ALL NURSE CALL DEVICES, ACCESS CONTROL
DEVICES, VIDEO SURVEILLANCE CAMERAS,
PAGING SPEAKERS, AND VIDEO INTERCOM
DEVICES IN THIS AREA SERVED FROM SC-HC-1
TELECOM ROOM G320.  REFER TO 1/TC104
FOR LOCATION OF SC-HC-1 TELECOM ROOM
G320.

REFER TO ARCHITECTURAL ELEVATIONS FOR
PRECISE SYSTEM DEVICE LOCATIONS.

1.

2.

KEYNOTES

INSTALL INSIDE PREFABRICATED SERVICE
COLUMN BY OTHERS.  REFER TO
ARCHITECTURAL ELEVATIONS FOR ADDITIONAL
INFORMATION.  VERIFY ALL DEVICE QUANTITIES
AND CONNECTION REQUIREMENTS WITH THE
SELECTED PRODUCT VENDOR.  THE BASIS OF
DESIGN HEADWALL SERVICE COLUMN AND
BOOM SYSTEM FOR THIS PROJECT IS HILL-ROM
LATITUDE BOOM ARM SYSTEM.

INSTALL INSIDE PREFABRICATED SERVICE
COLUMN BY OTHERS.  REFER TO
ARCHITECTURAL ELEVATIONS FOR ADDITIONAL
INFORMATION.  PROVIDE WITH REMOTE NURSE
CALL PULL CORD, INTERCOM, LIGHT CONTROL,
AND TV CONTROLS IN WINDOW-SIDE BOOM.
REFER TO ARCHITECTURAL ELEVATIONS FOR
ADDITIONAL INFORMATION.  VERIFY ALL DEVICE
QUANTITIES AND CONNECTION REQUIREMENTS
WITH THE SELECTED PRODUCT VENDOR.  THE
BASIS OF DESIGN HEADWALL SERVICE COLUMN
AND BOOM SYSTEM FOR THIS PROJECT IS HILL-
ROM LATITUDE BOOM ARM SYSTEM.
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ALL NURSE CALL DEVICES, ACCESS CONTROL
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TELECOM ROOM G320.  REFER TO 1/TC104
FOR LOCATION OF SC-HC-1 TELECOM ROOM
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PRECISE SYSTEM DEVICE LOCATIONS.
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KEYNOTES

INSTALL INSIDE PREFABRICATED SERVICE
COLUMN BY OTHERS.  REFER TO
ARCHITECTURAL ELEVATIONS FOR ADDITIONAL
INFORMATION.  VERIFY ALL DEVICE QUANTITIES
AND CONNECTION REQUIREMENTS WITH THE
SELECTED PRODUCT VENDOR.  THE BASIS OF
DESIGN HEADWALL SERVICE COLUMN AND
BOOM SYSTEM FOR THIS PROJECT IS HILL-ROM
LATITUDE BOOM ARM SYSTEM.

INSTALL INSIDE PREFABRICATED SERVICE
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AND BOOM SYSTEM FOR THIS PROJECT IS HILL-
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THIRD FLOOR - TECHNOLOGY - SYSTEMS - DEDUCT ALTERNATE 5 -
AREA 3

GENERAL SHEET NOTES

ALL NURSE CALL DEVICES, ACCESS CONTROL
DEVICES, VIDEO SURVEILLANCE CAMERAS,
PAGING SPEAKERS, AND VIDEO INTERCOM
DEVICES IN THIS AREA SERVED FROM SC-HC-1
TELECOM ROOM G320.  REFER TO 1/TC104
FOR LOCATION OF SC-HC-1 TELECOM ROOM
G320.

REFER TO ARCHITECTURAL ELEVATIONS FOR
PRECISE SYSTEM DEVICE LOCATIONS.

1.

2.

KEYNOTES

INSTALL INSIDE PREFABRICATED SERVICE
COLUMN BY OTHERS.  REFER TO
ARCHITECTURAL ELEVATIONS FOR ADDITIONAL
INFORMATION.  VERIFY ALL DEVICE QUANTITIES
AND CONNECTION REQUIREMENTS WITH THE
SELECTED PRODUCT VENDOR.  THE BASIS OF
DESIGN HEADWALL SERVICE COLUMN AND
BOOM SYSTEM FOR THIS PROJECT IS HILL-ROM
LATITUDE BOOM ARM SYSTEM.

INSTALL INSIDE PREFABRICATED SERVICE
COLUMN BY OTHERS.  REFER TO
ARCHITECTURAL ELEVATIONS FOR ADDITIONAL
INFORMATION.  PROVIDE WITH REMOTE NURSE
CALL PULL CORD, INTERCOM, LIGHT CONTROL,
AND TV CONTROLS IN WINDOW-SIDE BOOM.
REFER TO ARCHITECTURAL ELEVATIONS FOR
ADDITIONAL INFORMATION.  VERIFY ALL DEVICE
QUANTITIES AND CONNECTION REQUIREMENTS
WITH THE SELECTED PRODUCT VENDOR.  THE
BASIS OF DESIGN HEADWALL SERVICE COLUMN
AND BOOM SYSTEM FOR THIS PROJECT IS HILL-
ROM LATITUDE BOOM ARM SYSTEM.

1.

2.
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NO WORK IN THIS AREA.  SHOWN FOR
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ENLARGED PLANS AND ELEVATIONS -
TECHNOLOGY

DAVLAR DAVROU

 1/4" = 1'-0"1
ENLARGED PLAN SC-HC-1 TELECOM ROOM G320

 1/4" = 1'-0"2
ENLARGED PLAN SC-HC-1 TELECOM ROOM G320 PATHWAYS

NOTES:

1. COORDINATE ALL DEVICE LOCATIONS AND MOUNTING LOCATIONS IN SC-HC-1 TELECOM ROOM G320 ON SITE WITH OWNER.
2. INSTALL ALL HORIZONTAL LADDER RACK IN SC-HC-1 TELECOM ROOM G320 AT A HEIGHT OF 90" AFF.
3. FURNISH AND INSTALL LADDER RACK RADIUS DROPS AT ALL AREAS WHERE CABLE TRANSITIONS ON TO, OFF OF, OR BETWEEN SECTIONS OF

HORIZONTAL AND/OR VERTICAL LADDER RACK. REFER TO 4/T601 FOR ADDITIONAL INFORMATION.

KEYNOTES:

1. SC-CPW-1 FROM SC-LR-1 LADDER RACK AT CEILING OF SC-HC-1 TELECOM ROOM G320 TO SC-CT-1 CABLE TRAY AT CEILING OF CORRIDOR G376.
QUANTITY TO BE DETERMINED BY THIS CONTRACTOR BASED ON PRODUCT CHOSEN FOR SC-CPW-1.

#

NOTES:

1. COORDINATE ALL DEVICE LOCATIONS AND MOUNTING LOCATIONS IN SC-HC-1 TELECOM ROOM G320 ON SITE WITH
OWNER.

2. COORDINATE INSTALLATION SCHEDULE FOR UTILITY/SERVICE POWER OUTLETS AND ANY EQUIPMENT POWER
CONNECTIONS REQUIRED FOR CONTRACTOR FURNISHED AND INSTALLED EQUIPMENT IN SC-HC-1 TELECOM ROOM
G320 WITH ON-SITE ELECTRICAL CONTRACTOR.

3. REFER TO 2/T401 FOR SC-HC-1 TELECOM ROOM G320 PATHWAYS LAYOUT.

KEYNOTES:

1. WALL SPACE RESERVED TO PROVIDE MOUNTING AREA FOR CATV DISTRIBUTION EQUIPMENT, TERMINATIONS, AND
CONNECTIONS (EQUALIZERS, AMPLIFIERS, SPLITTERS, TAPS, ETC).

2. WALL SPACE RESERVED TO PROVIDE MOUNTING AREA FOR PAGING SYSTEM EQUIPMENT, TERMINATIONS, AND
CONNECTIONS (CONTROL PANELS, POWER SUPPLIES, JUNCTION BOXES, ETC).

3. WALL SPACE RESERVED TO PROVIDE MOUNTING AREA FOR ACCESS CONTROL SYSTEM EQUIPMENT, TERMINATIONS, AND
CONNECTIONS (CONTROL PANELS, POWER SUPPLIES, JUNCTION BOXES, ETC).

4. WALL SPACE RESERVED TO PROVIDE MOUNTING AREA FOR VIDEO SURVEILLANCE SYSTEM EQUIPMENT, TERMINATIONS,
AND CONNECTIONS (CONTROL PANELS, POWER SUPPLIES, JUNCTION BOXES, ETC).

5. WALL SPACE RESERVED TO PROVIDE MOUNTING AREA FOR NURSE CALL SYSTEM EQUIPMENT, TERMINATIONS, AND
CONNECTIONS (CONTROL PANELS, POWER SUPPLIES, JUNCTION BOXES, ETC).

6. REFER TO 2/T505 AND 5/T601 FOR ADDITIONAL INFORMATION.  MOUNT AT A HEIGHT OF 60" AFF TO THE TOP OF THE
GROUND BAR.

#

NOTES:

1. COORDINATE ALL DEVICE LOCATIONS AND MOUNTING LOCATIONS IN SC-HC-1 TELECOM ROOM G320 ON SITE WITH
OWNER.

2. FURNISH AND INSTALL LADDER RACK RADIUS DROPS AT ALL AREAS WHERE CABLE TRANSITIONS ON TO, OFF OF,
OR BETWEEN SECTIONS OF HORIZONTAL AND/OR VERTICAL LADDER RACK.  REFER TO 4/T601 FOR ADDITIONAL
INFORMATION.

3. COORDINATE INSTALLATION SCHEDULE FOR UTILITY/SERVICE POWER OUTLETS AND ANY EQUIPMENT POWER
CONNECTIONS REQUIRED FOR CONTRACTOR FURNISHED AND INSTALLED EQUIPMENT IN SC-HC-1 TELECOM ROOM
G320 WITH ON-SITE ELECTRICAL CONTRACTOR.

KEYNOTES:

1. SPACE FOR FUTURE ADDITIONAL PATCH PANEL(S).
2. SPACE FOR OWNER SUPPLIED EQUIPMENT (HUBS, SWITCHES, ROUTERS, SERVERS, ETC.)
3. REFER TO 2/T505 FOR ADDITIONAL INFORMATION.
4. SC-MPP-1 FOR TERMINATION OF 300-PAIR VOICE BACKBONE CABLE FROM WALL-MOUNTED SC-VPP-1 TO EQUIPMENT RACK.

REFER TO 1/T501 FOR ADDITIONAL INFORMATION.

#

 1" = 1'-0"3
RACK ELEVATION SC-HC-1 TELECOM ROOM G320
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TECHNOLOGY ROUGH-IN MOUNTING DETAIL

NO SCALE

1

TECHNOLOGY WIRELESS ROUGH-IN MOUNTING DETAIL

NO SCALE
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FIRE RATED CABLE PATHWAY DETAIL

NO SCALE

3

GROUND BAR DETAIL
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DOOR ROUGH-IN AND WIRING DIAGRAM

NO SCALE

1

INTERIOR RECESSED CEILING CAMERA MOUNTING DETAIL

NO SCALE

2

CLOSED CIRCUIT (CCTV) INDIVIDUAL CAMERA REQUIREMENTS SCHEDULE

CAM #

PLAN

REF

CAM

TYPE

ROUGH-IN

NOTES

MOUNTING

HEIGHT

FIELD

OF VIEW

ALARM

FUNCTIONALITY

REFERENCE

DETAILS

NOTES

1

1/TS102

CAM1 - FLUSH AT FINISHED CEILING * -

2/T602

2

1/TS102

CAM1 - FLUSH AT FINISHED CEILING -

2/T602

3

1/TS102

CAM1 - FLUSH AT FINISHED CEILING -

2/T602

4

1/TS102

CAM1 - FLUSH AT FINISHED CEILING -

2/T602

5

1/TS102

CAM1 - FLUSH AT FINISHED CEILING -

2/T602

6

1/TS102

CAM1 - FLUSH AT FINISHED CEILING -

2/T602

7

1/TS102

CAM1 - FLUSH AT FINISHED CEILING -

2/T602

8

1/TS102

CAM1 - FLUSH AT FINISHED CEILING -

2/T602

9

1/TS102

CAM1 - FLUSH AT FINISHED CEILING -

2/T602

10

1/TS102

CAM1 - FLUSH AT FINISHED CEILING -

2/T602

11

1/TS103

CAM1 - FLUSH AT FINISHED CEILING -

2/T602

12

1/TS103

CAM1 - FLUSH AT FINISHED CEILING -

2/T602

13

1/TS103

CAM1 - FLUSH AT FINISHED CEILING -

2/T602

14

1/TS104

CAM1 - FLUSH AT FINISHED CEILING -

2/T602

15

1/TS104

CAM1 - FLUSH AT FINISHED CEILING -

2/T602

16

1/T401

CAM2 -

+96" AFF

-

3/T602

CLOSED CIRCUIT (CCTV) INDIVIDUAL CAMERA TYPE SCHEDULE

LEGEND

CAMERA TYPE: OPTICS: ADDITIONAL FEATURES: ENCLOSURE FINISH:

CL COLOR VF VARIFOCAL UT TWISTED PAIR TERMINATION BK BLACK

MC MONOCHROME AI AUTO IRIS FO

FIBER TX/RX TERMINATION

WH WHITE

DN

DAY/NIGHT

AZ AUTO ZOOM RM

REMOTE MONITOR/SETUP KIT

GR GRAY

IR INFRARED DZ

DIGITAL ZOOM (SEE NOTES)

GD GOLD

PTZ

PAN/TILT/ZOOM
ENCLOSURE MOUNT:

WI

WIRELESS (SEE NOTES)

ST

STAINLESS STEEL (316)

ENCLOSURE FEATURES:

CL CEILING IP

TCP/IP (SEE NOTES)

AL ALUMINUM

IN

INDOOR (NEMA 1)

WL WALL LP

LIGHTNING PROTECTION (SEE NOTES)

CH CHROME

OD

OUTDOOR (NEMA 3R)

PL POLE CU

CUSTOM (SEE NOTES)

EN

ENVIRONMENTAL (NEMA 4X)

PR PARAPET ROOF

ENCLOSURE TYPE:

VN

VANDAL PROOF (IEC 68-2-27)

PW PARAPET WALL RD RECESSED DOME

MS PRISON GRADE CR BUILDING CORNER SD SURFACE MOUNTED DOME

EA ENVIRONMENTAL AIR RATED CU

CUSTOM (SEE NOTES)

PD PENDANT MOUNTED DOME

HT INTEGRAL HEATER LN LINEAR CAMERA HOUSING

ES ENVIRONMENTAL SENSORS

SENSITIVITY:

EX EXPOSED CAMERA

WB ENCLOSURE WIPER BLADE DS

DYNAMIC "LOW LIGHT"

BL

INTEGRAL BLOWER/FAN

WW WIDE DYNAMIC RANGE

SS SUN SHIELD SW SUPER WIDE DYNAMIC RANGE

PS

PRESSURIZED (NEMA 6P)

CAM

TYPE

CODE

CAMERA

TYPE

SENSOR

SIZE

RES

(TVL)

(MIN)

OPTICS

SENS

(LUX)

(MIN)

SHUTTER

SPEED

(MIN)

ENCLOSURE VIDEO STORAGE CALCULATION BASIS

ADDITIONAL

FEATURES

NOTES BASIS OF DESIGN

TYPE FEATURES FINISH MOUNT RESOLUTION

FRAME

RATE

% MOTION

CAM 1

FIXED,

CL

1/3"

540

2.8 -

10 MM,

VF, AI

0.6 LUX

(COLOR)

1/60-

1/10,000

RD IN GR CL 4 CIF 15 FPS 100 PELCO IS20-CHV10F

NO SUBSTITUTIONS

CAM 2

FIXED,

CL

1/3"

540

2.8 -

10 MM,

VF, AI

0.6 LUX

(COLOR)

1/60-

1/10,000

PD IN GR WL 4 CIF 15 FPS 100 PROVIDE COMPLETE WITH SAME

MANUFACTURER'S PENDANT

MOUNTING ACCESSORY

PELCO IS20-CHV10S

NO SUBSTITUTIONS

ACCESS CONTROL SCHEDULE

DOOR #

PLAN

REF

SCHEDULE

NOTES
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1/TS102

X X X X X S

G200

1/TS101

X X X X D

G201A

1/TS101

X X X X S

G201B

1/TS101

X X X X S

G201C

1/TS101

X X X X S

G300

1/TS103

X X X X X X D

G316

1/TS104

X X X X S

G318

1/TS104

X X X X S

G321 X X X X S

G349

1/TS102

X X X X S 2

G365

1/TS104

X X X X X X D

G370

1/TS102

X X X X X X X D 1

G375

1/TS103

X X X X X X X D

1/TS104

G346

G347 X

X

1/TS103

1/TS102

X X X

X X X

S

S 2
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INTERIOR SURFACE WALL CAMERA MOUNTING DETAIL

NO SCALE
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